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HEATING TO INCLUDE:  
· PROVESION AND INSTILLATION OF ONE MITSUBISHI HYPER-HEAT MSZ-MUZ FE 09 (http://www.mitsubishipro.com/en/professional/resources-and-tools ).  INSIDE  UNIT AND CONDENSER TO BE LOCATED AS PER DRAWINGS.   ALL LINESETS, CONDENSATE DRAIN, AND STARTUP INCLUDED .  NOTE:  POWER TO OUTSIDE CONDENSER BY ELECTRICIAN.
-
VENTILATION/HEAT RECOVERY TO INCLUDE:
· INSTALLATION OF ONE RECOUPERATOR ERV (http://ultimateair.com/library.php ), INCLUDING BASEMENT DUCTWORK TIE-INS, INSTALLATION OF DUCTWORK TO EXTERIOR.  CONTROL TIE-INS IN BASEMENT TO ERV.  CONNECTION OF DUCTWORK TIE-INS BETWEEN FIRST AND SECOND FLOORS INCLUDED . NOTE:  ERV PRICE NOT IN CONTRACT.  
-
SOIL HEAT EXCHANGE SYSTEM:
· INSTALLATION OF TWO 250' LOOPS OF 1" PEX AROUND BASE OF FOUNDATION FOOTINGS.  EACH LOOP GOES AROUND THE FOUNDATION 2X AND IS TIED TO A SEPERATE LAING 30W AC PUMP.  LOOPS MUST BE CONTINIOUS WITH NO FITTINGS OUTSIDE BUILDING ENCLOSURE. FILL PEX WITH GLYCOL/WATER MIX AND TIE INTO WATER-TO-AIR COIL BY ULTIMATE-AIR (http://ultimateair.com/library.php ). 
-
SOLAR HOT WATER SYSTEM INSTALLATION TO INCLUDE:
· INSTALLATION OF SUNWARD SOLAR WATER HEATING SYSTEM. EQUIPMENT AND LINESETS PROCUIRED BY OTHERS.  INSTALLATION INCLUDES MOUNTING SOLAR PANELS, RUNNING LINESETS TO BASEMENT, SETUP WO WATER TANK AND CONTROLS.  FILL AND  PURGE WITH ANTIFREEZE. (www.gosunward.com ) 
-
PLUMBING:
USE AIR ADMITTANCE VALVES FOR PLUMBING VENTING REQUIREMENTS  AS ALLOWED BY CODE.
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